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Question 

 
Often it is necessary to test an emergency lighting luminaire with several alternative batteries. In view of the fact 
that all batteries have the same electrical characteristics, would it be necessary to repeat the endurance test and 
luminous flux measurement with every battery? 
 
 
 
 
 
 
 

 

 

 

 

              

Decision 

 
Every type of battery has to be tested. 
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