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Question 

 
 
Is it possible to accept a luminaire marked for lamp GU 5,3 but using a GX 5,3 connector and an adequate 
mechanical support for the lamp? 
 

 

 

 

Decision 

 

The Group noted no technical remarks about the construction, therefore, it is acceptable.  
 

 

 

 

 

Explanatory notes 

The lamp cap shall not be marked on luminaire in order to avoid confusion. 

 

 

  


