
                                                                                                                                      IECEE OD-5002-4:2015 © IEC 2015 

 

 

Page 1 of 1 

 

OSM/LUM DECISION SHEET (DSH) 

 
Standard(s) (incl. year) Subclause(s): Tracking No. Year 

 
EN 60598-1:2015/A1:2018 
 

3.2.2 
DSH 

0831A 
2019 

Category: 

LITE 

Subject:      Key words: Developed by Approved at 

Rated voltage marking 
- Filament lamp 
- Rated voltage 
- Marking 

OSM/LUM-ETF5 
2019 ETICS 

Plenary Meeting 

Question 

 

Luminaires for tungsten filament  lamps shall be marked only if  the rated voltage is different from 250V.  Is it 
acceptable to put “250V” on the luminaire marking? 

 

 

 

 

 

Decision 

 

 
It’s acceptable. 

 

 

 

 

 

Explanatory notes 

--- 

 

 


