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Use of H03VH7-H 1x0.75mm² cables 
for suspended part of pendant luminaire 

- Internal wiring 
- External wiring 
- Suspended part 

 
OSM/LUM-ETF5 

 

2019 ETICS Plenary 
Meeting 

 

Question 

 
Is H03VH7-H cable rated 1x0.75 mm² (longer than 80mm) allowed to be used for the suspended part of pendant 
luminaires? 

 
 
 
 
 
 
 
 
 
 
 
 

Decision 

 
Yes. 
 
 
 
 
 
 
 
 
 
 
 

 

Explanatory notes 
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