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Question             

 
 
Class II luminaire with metal reflector:  
What is the distance between reflector, which is accessible during lamp replacement, and basic insulated 
wires? 
 
 
 
 
 
 
 

Decision 

 
 
The wires must not be in contact with the metal reflector, but no specific distance is required. 
 
 
 
 
 
 
 
 
 

Explanatory notes 
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