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Question             

 
Can insulating material complying with CTI PLC 0 according to UL746A, be regarded as being in compliance 
with PTI ≥ 600 according to EN 60598-1 (refers to EN 60112)? 
In that case take the creepage distance according PTI ≥ 600 without performing additional tests? 
 

 
 
 
 
 
 
 

Decision 

 

the CTI test procedure mentioned in UL 746A (see also ASTM D 3638) is not similar to the PTI test 
procedure mentioned in EN 60112. PLC 0 cannot be considered equal to PTI ≥ 600. 
 
 
 
 
 
 
 
 
 
 

Explanatory notes 
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