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Question             

 
Creepage distances and clearances at a supply terminal shall be measured according to the Figure 

24 of the standard. Shall we apply the requirements of the figure to the terminals of lampholders (in 

fixed luminaires) used as means of connections to the supply?  

 

 

 

 

Decision 

 

Yes – even though lampholders were separately approved to the appropriate IEC standard, they 

shall be mounted in luminaires in accordance with the requirements of the § 11.2.1. 
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