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Question             

 
Is it in order to consider luminaires using lamps with integrated circuits, such as self-ballasted lamps, as 
luminaires for which there is no abnormal condition and the total test duration then becomes 240 hours (i.e. 
10 times 24 cycles at normal operation as already stated in 12.3.1 item c)? 
 
 
 
 
 
 
 
 

Decision 

 
Yes. 
 
 
 
 
 
 
 
 
 
 

Explanatory notes 

 
--- 
 
 
 

 

 


