
                                                                                                            IECEE OD-5002-4:2015 © IEC 2015 
 

  

 

Page 1 of 1 
 

 

 

OSM/LUM DECISION SHEET (DSH) 
 
 

Standard(s) (incl. year) Subclause(s) Tracking No. Year 

 
EN 60598-2-4:1997 
 

4.12 
 
 
 
 

DSH 
0939A 

2019 
Category 

LITE 

Subject Keywords Developed by Approved at 

 

Floor luminaire with R7s halogen 
lamp 

  

- Lighted object  
- Abnormal conditions 
- Mounting surface 

 
OSM/LUM-ETF5 

 
2019 ETICS   

Plenary Meeting 

Question 

 
For a floor standing luminaire designed for indirect lighting and fitted with R7s halogen lamp. The  luminaire turns  over 
on a 15° inclinated plane; should the temperature of the illuminated surface be  measured? If yes, at what distance 
from the lighting source? 
 

 

 

 

 

 

 

Decision 

 
For such a luminaire the "lighted objects test" is not required in abnormal conditions. Only the mounting surface must 
be considered with the luminaire in the most unfavourable position.   

 

 

 

 

 

 

 

Explanatory notes 
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