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Question 

 

In a luminaire system: 
a) Can the metal body provide earth continuity instead of copper conductor? 
b) Can the earth continuity be connected in series (feed through) as part of the fixed installation? 
 
 
 
 
 
 
 
 

Decision 

 
a) Not acceptable. 
b) Not acceptable, each luminaire must be directly earthed. 
 
 
 
 
 
 
 
 

Explanatory notes 

 
--- 
 
 
 

 

 


