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Explanatory 
notes: 

 
 
Need of testing programme for uniform ranges of conduit sizes. 
 
 
When a range of conduit sizes is presented for testing, the testing programme 
shall be according to the following table. 
 

Clauses 
Size 

First colour Other colours 

1 
2 
3 

*n:2 
n-1 
n 

Full tests 
8 - 10.2 - 10.3 - 10.4 - 10.6 - 12 - 13.1.3.2 
8-10.2-10.3-13.1.3.2 
Full tests (A) 
8 - 10.2 - 10.3 - 10.4 - 10.6 - 12 - 13.1.3.2 
Full tests 

8 - 10.2 - 10.3 - 10.4 - 10.6 - 11.3 - 12 - 13.1.3.2 
None 
None 
8 - 10.2 - 10.3 (B) 
None 
8 - 10.2 - 10.3 

 
* If there are less than five sizes in the range, the full tests programme (A) of 

the n:2 (central size) is replaced by the limited programme (B). When n:2 
size is not a single size (i.e. there are two such sizes when considering an 
even number of sizes), the n:2 test could be carried out on one of the two 
sizes or distributed between them. 

 
 
 
Decision transferred from OSM/IN 022, concerning EN 50086-2-1:1995, based 
on the same subject. 
 

 

 
 


